REMEMBER ... CALL 811 BEFORE YOU DIG!

1. Customer's equipment must be approved by a State of Oregon certified electrical inspector.
2. A building permit is required and an electrical inspection must be passed prior to connection.
3. Service will not be energized until installation meets all EPUD specifications.

Mount meterbase disconnects on 3/4" sheet of marine grade plywood or code approved material

Main Disconnect

5' To 6'

Customer Load

3" Sch. 40 Conduit

Mounted on 6" x 6" x 10' pressure treated posts

36" Min.

EPUD source service drop

36" Min. Pole depth

Approved Grounding

Code

Electrical Service Specifications

EMERALD PEOPLE'S UTILITY DISTRICT

320 Amp Self Contained Meterbase