1. Customer’s equipment must be approved by a State of Oregon certified electrical inspector.
2. A building permit is required and an electrical inspection must be passed prior to connection.
3. Service will not be energized until installation meets all EPUD specifications.

Pedestal: PenCell
AGNS-20HPT
Adapter: PenCell
AG-20A-1114
Base: PenCell
PE-20GS

EMERALD PEOPLE’S UTILITY DISTRICT
Electrical Service Specifications

Underground JPED

Note:
Use 3/4” minus gravel to backfill.

Top of grade
4”

Compacted crushed rock line

6” of 3/4” minus compacted crushed rock

To customer

From EPUD source

Note: all sweeps must be 45° 36” radius.